Introduction
Recent developments in the search for sustainable and renewable energy coupled with the advancements in fuel cellpowered vehicles have augmented the demand for hydrogen safety sensors [2] . There are several sensor technologies that have been developed to detect hydrogen, including deployed systems to detect leaks in manned space systems and hydrogen safety sensors for laboratory and industrial usage. Among the several sensing methods electrochemical devices [3] [4] [5] [6] [7] [8] [9] that utilize high temperature-based ceramic electrolytes are largely unaffected by changes in humidity and are more resilient to electrode or electrolyte poisoning. The desired sensing technique should meet a detection threshold of 1% (10,000 ppm) H 2 and response time of ≤1 min [10] , which is a target for infrastructure and vehicular uses. Further, a review of electrochemical hydrogen sensors by Korotcenkov et.al [11] and the report by Glass and others [10, 12] suggest the need for inexpensive, low power, and compact sensors with long-term stability, minimal cross-sensitivity, and fast response. This view has been largely validated and supported by the fuel cell and hydrogen infrastructure industries by the NREL/DOE Hydrogen Sensor Workshop held on June 8, 2011 [13] . Many of the issues preventing widespread adoption of best-available hydrogen sensing technologies available today outside of cost, derive from excessive false positives and false negatives arising from signal drift and unstable sensor baseline; both of these problems necessitate the need for unacceptable frequent calibration [13] .
VIII.8 Leak Detection and H 2 Sensor Development for Hydrogen Applications
As part of the Hydrogen Codes and Standards sub-program, LANL and LLNL are working together to develop and test inexpensive, zirconia-based, electrochemical (mixed potential) sensors for H 2 detection in air. Previous work conducted at LLNL showed [9] that indium tin oxide (ITO) electrodes produced a stable mixed potential response in the presence of up to 5% of H 2 in air with very low response to CO 2 and water vapor. The sensor also showed desirable characteristics with respect to response time and resistance to aging, and degradation due to thermal cycling.
In this investigation, the development and testing of an electrochemical hydrogen (H 2 ) sensor prototype based on 'ITO/yttria-stabilized zirconia (YSZ)/platinum (Pt)' configuration is detailed. The device fabricated using commercial ceramic sensor manufacturing methods on an alumina substrate with an integrated Pt resistance heater to achieve precise control of operating temperature while minimizing heterogeneous catalysis and loss of hydrogen sensitivity. Targeting fuel cell-powered automotive applications, the safety sensor was subjected to interference studies, temperature cycling, operating temperature variations, and long-term testing now exceeding over 6,000 hrs for some sensor configurations. In FY 2012, the mixed potential electrochemical technology was independently validated at the hydrogen safety sensor-testing lab at NREL; two packaged pre-commercial prototypes were tested against a standard testing protocol including sensor resistance to cross-interferences such as CO, CO 2 , CH 4 , and NH 3 . In general, NREL testing showed a fast response to H 2 with exceptional low-level sensitivity and high signal-to-noise, very little deviation in sensor response to changes in ambient conditions such as humidity and barometric pressure, and minimal response to some common interference gases. The salient features of the H 2 sensor prototype developed by LANL and LLNL are (a) low power consumption, (b) compactness to fit into critical areas for some applications, (c) simple operation, (d) fast response, (e) a direct voltage read-out circumventing the need for complicated signal processing, and (f) a low cost sensor platform conducive to commercialization using common ceramic manufacturing methods.
Approach
Two alternative sensor measurement approaches were used to develop devices with superior performance.
Controlled Electrode\Electrolyte\Gas Interface for Potentiometric Sensors
In the first approach, electrochemical potentiometric modality is utilized for designing the sensors. Mixed potential sensors are a class of electrochemical devices that develop an open-circuit electromotive force due to the difference in the kinetics of the redox reactions of various gaseous species at each electrode/electrolyte/ gas interface, referred to as the triple phase boundary [14] . Therefore these sensors have been considered for the sensing of various reducible or oxidizable gas species in the presence of oxygen. Based on this principle, a unique sensor design was developed. The uniqueness these sensors, originally developed at LANL [15] , derive from minimizing heterogeneous catalysis (detrimental to sensor response) by avoiding gas diffusion through a catalytically active material and minimizing diffusion path to the 3-phase interface (electrode/electrolyte/gas referred to as triple phase boundary). Unlike the conventional design of these devices that use a dense solid electrolyte and porous thin film electrodes (similar to the current state-of-the-art zirconiabased sensors and fuel cells), this design uses dense (either metal wires, oxide pellets or thin film) electrodes and porous electrolytes (bulk or thin film). Such a sensor design facilitates a stable and reproducible device response, since dense electrode morphologies are easy to reproduce and are significantly more stable than the conventional porous morphologies. Moreover, these sensors develop higher mixed potentials since the gas diffusion is through the less catalytically active electrolyte than the electrode. Further, the choice of electrodes is primarily based on their O 2 reduction kinetics. Sensors will typically involve one electrode with fast (Pt) and another with slow (Au or LaCrO 3 ) O 2 reduction kinetics aimed at improving the sensitivity.
Impedance Metric
In the second design, a new impedance-based measurement technique, originally developed at LLNL for electrochemical oxides of nitrogen (NO x ) sensors, was shown to generate more stable sensor responses and may be able to offer a way to compensate for cross-sensitivity effects. The technique is based on the measurement of parameters related to the complex impedance of the sensor in the frequency range of 1 Hz to 10 kHz. Measurements are typically made at a single frequency selected to maximize the desired sensitivity, although measurements performed at additional frequencies have been shown to be useful for correcting the response to interfering gases. It has been found in the NO x sensor studies that it may be possible to use a wider variety of electrodes for the sensor in impedance-based sensing. Additional possible advantages included better tolerance to mechanical defects (such as delamination) and better longerterm stability.
Results
(a) Development of high impedance buffer board and testing with pre-commercial prototype FY 2011 testing at NREL uncovered an unanticipated interaction of the sensor element with the data acquisition system used in the hydrogen sensor testing system. The first sensor testing and validation experiments showed data with an anomalously high baseline (when no H 2 was present) and poor sensitivity to H 2 (when H 2 was present). These behaviors were never seen in LANL or LLNL laboratory sensor development work and could only be explained if there was insufficient input impedance on the data acquisition system. As a result, an HIB circuit board was designed and built to isolate the naked electrochemical sensor from stray electric currents that would generate a high baseline voltage which, depending on the direction of the current flow, would induce an offset voltage that would reduce the sensor voltage generated in response to H 2 exposure. The HIB is designed around a Burr Brown INA116 electrometer amplifier integrated circuit and is designed to minimize leakage between the electrodes, and from the sensor itself to the electrometer circuit. The circuit was designed with built in offset and span adjustment. Figure 1 shows that implementation of the HIB board did not appreciably alter the characteristics of the sensor response when using a laboratory Keithley 2400 source-meter, which employ very high input impedance measurement circuitry, to record voltage vs. time.
(b) Transfer of packaged, pre-commercial H2 safety sensors to NREL for Round 2 testing
Multiple packaged advanced prototype sensors and two sets of HIB boards were prepared and used for Round 2 testing at the NREL sensor evaluation facility. In the first experiment, one of the sensors was placed into the NREL test chamber and connected directly to the data acquisition system and a simple on/off response to 2% H 2 was performed in air. The unusual and undesirable response characteristics reported in FY 2011 where immediately reproduced (bottom curve in Figure 2a ). The HIB board was then connected to this sensor and placed alongside the sensor element within the test chamber. A second H 2 sensor and HIB board was installed into the test chamber so that response data could be obtained from two devices simultaneously throughout the testing. The implementation of the isolation electronics immediately resolved the anomalous behavior and proves that the anomalous results obtained in Round 1 testing were introduced by undesirable influences imparted on the sensor from the NREL data acquisition system (Figure 2a) .
The gain on the HIB board was the increased to amplify the signal from the device (Figure 2b) . The large voltage signal produced by the sensor, high signal-to-noise, and fast response time are both very desirable qualities that will be easily exploited during subsequent stages of development and ultimate commercialization.
(c) Validation testing of the packaged LANL/LLNL precommercial prototype sensor and HIB electronics using NREL protocols: Round 2 Given the exception high H 2 sensitivity that the LANL/ LLNL electrochemical devices exhibited, the standard NREL protocol to test device response and reproducibility to H 2 in air was modified. H 2 levels at 0.05%, 0.1%, and 0.5% were also tested, in addition to the standard NREL testing protocol using 0.2%, 1%, and 2% H 2 concentrations. While the overall results have been summarized in the FY 2012 Accomplishments section above, one particular test -effect of relative humidity (RH) changes -is highlighted below. The effects of changes in RH can have a dramatic effect on rates of false positives; for example, metal oxide-based semiconducting explosimeter sensors will easily trigger a false positive response to the moisture in human breath. Two LANL/LLNL H 2 sensors were placed into the NREL H 2 sensor test chamber and were subsequently tested using the standard NREL protocols used for other H 2 sensor technologies [1] . Standard tests included: H 2 sensitivity, H 2 response reproducibility, humidity response, effects of changes in ambient conditions such as temperature and barometric pressure, effect of likely interference gases such as CO 2 , CO, ammonia, and methane, and an extreme anaerobic durability test where the sensor is subjected to hours of operation in pure H 2 . Figure 3 is an example of how well the LANL/LLNL H 2 safety sensor responded to a comprehensive NREL humidity test. The lack of intrinsic response to changes in humidity for the prototype sensors was shown in Figure 1 . In this quick test of the sensor/HIB boards, the air base gas was switched from very dry 10% water content to a humidified air stream (100% RH at 25°C). The data in Figure 1 show no change in sensor baseline despite the abrupt change in RH. Figures 3a and 3b show the mixed potential sensor performance in more rigorous RH testing, with two sensors (Sensor #1 and Sensor #2) tested side-by-side in the NREL test stand using separate HIB boards with the output gain adjusted. To monitor system environmental variability from nominal set parameters, a humidity sensor and thermocouple continuously monitored water and temperature in the chamber (Figures 3c and 3d) . In Figures 3a and 3b , the mixed potential sensors show good and reproducible response to hydrogen in the concentration range of 0.01-1% in both dry conditions and in the presence of water up to 2%.
In follow-on, Round 3 testing, emphasis will be placed expanding the tests to include additional interference gases, including those that are potentially corrosive in nature.
Conclusions
All FY 2012 milestones were completed this year.
• A viable H • 2 safety sensor technology has been developed on an advanced sensor platform that continues to 
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